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+ Schedule 3 – Conditions and Exclusions 

1. This BCA Completion Certificate issued by BM+G does not certify nor imply compliance with the requirements of the 

Development Consent SSD-8744305 Dated: 3 November 2021 issued by the Minister for Planning and Public Spaces 

as the consent authority.  

2. All certification requiring amendment as directed by BM+G requirements list dated 5th February 2024 Revision: 02 

that specifically relates to this Partial Completion Certificate is to be updated and resubmitted to BM+G within a 

period not exceeding five (5) working days from the date of this Partial BCA Completion Certificate. 

3. All fire safety systems as applicable to the building must remain fully operative from the date of this Certificate. Any 

disruption to the commissioned services during any future works will require separate measures and procedures to 

be put in place as agreed by all stakeholders and notified to BM+G. 

4. All fire hydrant isolation valves must be set to the open positions where required by AS 2419.1-2005. 

5. The fire safety measures listed within the Fire Safety Schedule (provided under Schedule 2) must be maintained in 

accordance with the Environment Planning & Assessment Act 1979 and associated Regulations. 

6. Any future alterations should be assessed by an appropriately qualified BCA Consultant to ensure compliance is 

maintained with the BCA. 

7. The client is to ensure that all floor finishes are maintained and managed in accordance with the relevant 

manufacturer’s requirements and recommendations to ensure the slip resistance capabilities of all finishes are 

maintained in accordance with AS 4586–2013. 

8. This certificate shall not be construed as relieving any other party of their responsibilities, liabilities or contractual 

obligations. 

9. The school is to implement the DDA/Access strategy as outlined in the Performance Solution Report prepared by 

Purely Access Ref: 10228PSR Revision: 5 Date: 26/09/2023 for the use of Building C (Middle), with regards to 

providing disabled access to and within the building – subject to acceptance by SINSW.  

10. There is to be no temporary or permanent impediment of the egress arrangements within the occupied parts of the 

building differing from the Hoarding Plan provided by Richard Crookes Construction, where any changes are proposed 

they are to be reviewed and accepted by SINSW and BM+G.  

11. BM+G did not evaluate the quality of workmanship or materials used for construction of the building, as this is the 

responsibility of others. 

12. BM+G reserves the right to re-inspect the subject building including all areas subject to this handover, should further 

rectification works be identified it is the responsibility of the head contractor to ensure all matters are closed out to 

the satisfaction of BM+G. 

13. On completion of Stage 3, SSD Condition D9 is to be satisfied with evidence to be provided to BM+G (as the crown 

certifier) regarding the operational noise of Mechanical Plant and Equipment installed, with on-site testing to be 

undertaken and noise mitigation measures to be implemented where noise criteria is exceeded – as per the Staging 

Report prepared by DFP Planning, Revision: 5, Dated: 28 November 2023.  

14. On completion of Stage 6, SSD Condition D4 is to be satisfied with evidence to be provided to BM+G (as the crown 

certifier) from a registered surveyor suitably qualified practitioner regarding obtrusive effects of Outdoor Lighting – as 

per the Staging Report prepared by DFP Planning, Revision: 5, Dated: 28 November 2023. 
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15. On completion of Stage 6, SSD Condition D6 is to be satisfied with evidence to be provided to BM+G (as the crown 

certifier) from a suitably qualified practitioner regarding obtrusive effects of Outdoor Lighting – as per the Staging 

Report prepared by DFP Planning, Revision: 5, Dated: 28 November 2023. 

 

 

 




